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\DOBETONOVAf 280x150x1230 mm
P (. Jeremias DWETN-AL POC. ks
11 DYMOVOD DN250; L= 500 mm 1
1.2 EMISNY MERACI DIEL DN250; L= 200 mm 1
1.3 PRECHOD NA IZOLOVANY 0DVOD SPALIN DN250 1
1L CISTIACI KUS DN250/300, L= 500 mm 1
15 PREDLZENIE DN250/300; L= 1000 mm 5
16 PREDLZENIE DN250/300; L= 500 mm 2
17 KOLENO 87° DN250/300 1
18 ZAKLADOVA DOSKA PRE MEDZIVZPERY DN250/300 + KONZOLA| 1 FisLo PARE,
19 NASTENNA FIXACNA MANZETA DN250/330 2
110 NASTENNA FIXAENA MANZETA DN250/330 1
LEGENDA - _ :
'] —  STACIONARNY PLYNQOVY KONDENZACNY KOTOL HOVAL ULTRAGAS 2D 380, Qt= 35-354 kW, NAVRHOL ING. LADISLAV KALINIC [/ mv LAKAL QQ
TLAK PLYNU MIN./MAX, 17,4-80 mbar, P= 38/302 W, U=230V, MAX. HOD. POTREBA ZP 38,0 m3/h T T FoLapmC, ATE RN
UZEMIE MICHAL ANY spol s ro,
INVESTOR OBEC MICHALANY Kriva 23, Kosice
tel.055/6220497
7 z term-lakal trum.sk
ODSTRANENIE HAVARINEHO STAVU PLYNOVEJ KOTOLNE |erpm——— al@‘e“ =
ZAKLADNEJ SKOLY V OBCI MICHALANY EA;‘i:AZKY | 0672022
USTREDNE VYKUROVANIE FORMAT LxAL
NAZOV VYKRESU MIERKA CVv.
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